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The energy use in buildings has to be decreased to reach the targets and regulations in the
European Union. One way of reducing the energy demand is to use vacuum insulation panels (VIP)
in the building envelope. To make sure the declared thermal properties of the VIP are valid for the
mounted panels, in situ measurements are needed. The transient plane source (TPS) method
allows fast measurement of the thermal properties of a variety of materials. However, the large
anisotropy of the VIP makes it hard to interpret the temperature increase in the TPS sensor. This
paper presents a comparison between an analytical solution, numerical simulations and TPS
measurements of polystyrene and polystyrene with aluminum ﬁlm. Polystyrene and aluminum
were used instead of VIP to increase the number of setups. The numerical simulation model was
validated by comparing the simulated temperature increase with an analytical solution for the
polystyrene sample. The simulated temperature increase in the polystyrene sample after 40 s was
7.8% higher than the TPS measurements. For the case with polystyrene with aluminum ﬁlm, the
deviation was 5.7%. Losses in the wires of the TPS sensor, uncertainties regarding the material
parameters and surface resistances could explain the deviations.
& 2012. Higher Education Press Limited Company. Production and hosting by Elsevier B.V.
Open access under CC BY-NC-ND license.ress Limited Company. Production
.09.004
2 19 66; fax: +46 31 772 19 93.
lmers.se (P. Johansson).
Southeast University.1. Introduction
There is a large focus on reducing the energy demand for
heating of buildings in Europe. The European Parliament has
deﬁned the targets as a cut on energy consumption with 20%
in 2020 and 50% in 2050. To reach these targets, the existing
building stock is in need of energy retroﬁtting measures. One
possible way of reducing the energy demand for heating is to
use vacuum insulation panels (VIP) in the building envelope.
VIP consists of a porous core material encapsulated by a
metalized multi-layered polymer ﬁlm. The ﬁlm is prone toand hosting by Elsevier B.V.Open access under CC BY-NC-ND license.
TPS sensor for determination of thermal properties of VIP 335damages and creates thermal bridges around the panels.
The pristine thermal conductivity of the panel is 4 mW/
(m K) but with regard to aging effects, a thermal conduc-
tivity of 7–8 mW/(m K) should be used in design calculations
(Simmler et al., 2005). In case a panel is punctured the
thermal conductivity increases to 20 mW/(m K) for a VIP
with fumed silica in the core. Therefore it is important to
ensure that panels mounted in the building envelope are
undamaged and have the declared thermal conductivity.
In situ measurements of the thermal conductivity on the
construction site are complicated with the techniques
available today. On the other hand, at the VIP production
plant, the thermal conductivity of the ﬁnished VIP can be
measured by an indirect measurement method which is
described by Caps (2004). The measurement method is
integrated in the quality assurance process of the VIP
production line. An integrated heat sink in the core material
together with a ﬁber material of known thermal conductiv-
ity at different pressures makes it possible to determine the
thermal conductivity of the panel. A warm sensor is placed
on the surface of the panel, close to the heat sink, during a
speciﬁed time period. The temperature decrease of the
sensor is registered and with the known relation between
the temperature decrease and thermal conductivity of the
ﬁber material, the interior pressure of the VIP can be
determined (Caps, 2004).
It is interesting to study whether the method described
by Caps (2004) can be reﬁned and if it is possible to use
without the heat sink material for in situ measurements of
VIP. In an earlier study Johansson et al. (2011) compared the
temperature increase from the transient plane source (TPS)
sensor with numerical three-dimensional simulations. The
results showed that the TPS method could be modiﬁed to be
feasible for VIP measurements.
This study aims to explore the TPS method further and
investigate the applicability of the TPS method for mea-
surements of thermal properties on VIP. A numerical simula-
tion model in circular coordinates was used together with an
analytical solution to calculate the temperature increase in
the TPS sensor in two different setups. In the ﬁrst setup the
TPS sensor was clamped between two samples of pure
polystyrene and in the second setup a thin aluminum ﬁlm
covered the polystyrene.
The TPS sensor used in the setup had a radius of 6.4 mm and
was placed between two samples (70 70 20 mm3) of the
material. A constant electric power of 0.02 W was conducted
through the spiral and the electric resistance was registered
and transformed into a temperature increase. The measure-
ments are based on 8 subsequent measurements with 30 min
break between.2. The transient plane source method
Before introducing the measurements and modeling of the
TPS method it is good to have knowledge of the measure-
ment technique. The TPS method uses a circular double
nickel spiral, 10 mm thick, sandwiched between two layers
of Kapton (polyimide ﬁlm), each 25 mm thick, in contact
with the material sample. The spiral serves both as the heat
source and as a resistance thermometer. The sensor is
clamped between two samples of the same material and aconstant electric power is conducted through the spiral.
Heat is developed which raises the temperature and thus
the resistance of the spiral. The rate of this temperature
increase depends on how quickly the heat developed in the
spiral is conducted away through the surrounding material.
Heating is continued for a period of time, with the voltage
across the coil being registered. As the power is held
constant, the voltage changes in proportion to changes in
the resistance of the coil. With knowledge of the voltage
variation with time i.e., variation of temperature with time
and the heat ﬂow, it is possible to calculate the thermal
conductivity and volumetric heat capacity of the material.
The mathematical solution used in the TPS method is
described by Gustafsson (1991).
A number of studies of comparisons between TPS method
and steady-state measurement techniques have been
described in the literature. Almanza et al. (2004) tested
the TPS method on low-density polyethylene foams with
different density. The results were compared to steady-
state measurements using heat-ﬂow meters. It was found
that the results from the TPS method follow the same
trends as the steady-state measurements. However, the
values obtained with the transient measurements were
always 20% higher than the steady-state results. Round
robin tests of the steady-state method showed that it has
a precision of72.5%, while the precision of the TPS method
still has to be evaluated. Furthermore, Almanza et al.
(2004) discussed the sources of the deviation between
steady-state and transient measurements. One of the
suggested sources was the initial temperature gap between
the heat ﬂow sensor and the surfaces of the sample.
By removing the ﬁrst measurement points from the results,
the deviation decreased by 7%. Other possible contributions
to the deviation were the stiffness of the sample, differ-
ences in the average temperature in the sample and the
different size of samples used in the two methods. Almanza
et al. (2004) concludes that the TPS method is a powerful
tool for comparative studies of thermal properties, but that
the interpretation of the absolute values given by the
method should be done with care.
Analytical solutions or numerical simulations can be used
in the evaluation of thermal properties based on the
temperature increase in a sensor during transient condi-
tions. Model (2005) proposed a method for determination of
the thermal properties of layered materials from the
temperature increase from transient measurements based
on an analytical solution using Green’s function. The
thermal properties for a given temperature increase and
experimental setup was found using the Levenberg–
Marquardt method. Model and Hammerschmidt (2000) used
numerical models to simulate the inﬂuence of different
boundary conditions when measuring with transient meth-
ods. The models showed good agreement with measure-
ments and an open problem was solved using numerical
models.
Carbon-ﬁlled nylon 6,6 composites were tested with the
TPS method and compared to numerical ﬁnite-element
analysis (Miller et al., 2006). The TPS method was evaluated
for 5 s with a supplied power of 1 W. The sensor was a
3.5 mm radius Kapton encapsulated nickel sensor clamped
between two samples of 63.5 mm diameter composite disks.
FEMLAB was used for the numerical evaluation where the
P. Johansson et al.336heat ﬂux at the interface between the sample and sensor
were continuous and all other boundaries were considered
adiabatic. Calculations were performed for the ﬁrst 5 s with
0.025 s resolution. The ﬁrst time step was subtracted from
the following results which made the results agree very well
with the numerical calculations.3. Numerical simulation models
The numerical models of the isotropic case with polystyrene
and the case with polystyrene covered by a thin aluminum
ﬁlm are described below. A number of uncertainties con-
cerning the thermal properties and boundary conditions
have to be treated in the numerical models.
The simulation model is based on a three-dimensional
case which was transformed into cylindrical coordinates.
The TPS sensor was clamped in the center of two identical
material samples. During short calculation periods, when
the heat has not reached the boundary of the sample, the
setup can be treated as a cylindrical case, see Figure 1.Figure 1 Setup of the TPS measurements with the TPS sensor
in the center between two samples of the isotropic material.
The three-dimensional case was transformed into cylindrical
coordinates.
Table 1 Thermal diffusivity and penetration depth after
40 s.
Material Thermal diffusivity
(mm2/s)
Penetration
depth (mm)
Polystyrene 0.627 5
Aluminum 91.1 60
Fumed silica 0.027 1
VIP ﬁlm 0.231 3
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Figure 2 Principle calculation procedure where nodes in the cen
conductance.Table 1 shows the thermal diffusivity, a (m2/s), and
penetration depth, dt (m), where half the possible tempera-
ture change has occurred after 40 s. The thermal properties
were based on tabulated data.
The geometry of the numerical model has to be larger
than the penetration depth after 40 s to ensure the heat has
not reached the boundaries of the samples.
3.1. Numerical simulation of isotropic material
One of the uncertain parameters in the calculations was the
thermal properties of the materials. Polystyrene with a
thermal conductivity of 0.032 W/(m K) and a volumetric
heat capacity of 0.051 MJ/(m3 K) were used in the simula-
tions. The starting temperature was 0 1C, the time step
103 s and the calculation domain 0.02 0.02 m2. The cells
were 0.1 mm in both the radial and vertical direction which
created a grid of 200 200 cells. The simulations were
performed for the ﬁrst 40 s with a constant power supply of
0.02 W supplied in a TPS sensor of 6.4 mm radius.
The numerical simulations were performed in Matlab
(MathWorks, 2009) using a numerical ﬁnite difference calcula-
tion procedure with circular coordinates where the center of
each computational cell is connected with a thermal con-
ductance (Hagentoft, 2001). The principle calculation proce-
dure is presented in Figure 2.
The heat is supplied in the TPS sensor located in the
center of the setup and all other boundaries are adiabatic,
i.e., no heat ﬂow through the boundary. The heat capacity
and thickness of the sensor are disregarded in the model.
3.2. Numerical simulation of isotropic material
covered by a high-conductive ﬁlm
The numerical model needed some modiﬁcation to be
applicable on the case with the isotropic material covered
by the high-conductive ﬁlm. The required size of the
computational cells decreased with the thin ﬁlm which
leads to a longer computational time. In this model, the
cell size was increasing with the distance from the thin ﬁlm
with a 2.3% increase for each cell, starting with 5 mm which
was half the ﬁlm thickness. The ﬁrst two cells were located
in the ﬁlm and the ﬁrst cell in the polystyrene had the same
thickness. The numerical model was based on the model for
the isotropic material with an added high-conductive ﬁlm
closest to the sensor as shown in Figure 3.Ki-1rl Kirl Kirr Ki+1rr
i i+1i-1
ri
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r
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ter of each computational cell are connected with a thermal
Figure 3 Setup of the TPS measurements with the TPS sensor
in the center between two samples of the isotropic material
covered by a high-conductive ﬁlm. The three-dimensional case
was transformed into cylindrical coordinates.
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10 mm thick, with a thermal conductivity of 226 W/(m K)
and a volumetric heat capacity of 2.5 MJ/(m3 K). The
number of computational cells was 200 600 with an
increasing size in the vertical direction and constantly
0.1 mm in the radial direction. The time step was
5 105 s and the calculations were performed for the ﬁrst
40 s with a constant power supply of 0.02 W supplied in a
TPS sensor of 6.4 mm radius.4. Analytical solutions
The analytical solutions for the heat supply over a part of a
circular surface have been developed previously (Carslaw
and Jaeger, 1959). To validate the results of the numerical
model in Section 3.1 the results were compared to the
analytical solutions for the steady-state and transient
temperature for the same setup.4.1. Steady-state temperature caused by the heat
supply over part of a circular surface
Consider the steady-state temperature in an inﬁnite or
semi-inﬁnite medium caused by a constant heat supply in
a circular area of the material boundary. The analytical
solution for this problem was derived from (Carslaw and
Jaeger, 1959):
T ¼ qA
l
Z 1
0
eszJ0 sr=R
 
J1ðsÞ
s
ds ð1Þ
where T (1C) is the temperature increase due to a heat
supply over a circular area A (m2) in the region z40 with
constant heat ﬂux q (W/m2) over the circular area with
radius roR (m) and zero ﬂux over r4R in a material with
thermal conductivity l (W/(m K)). J1 and J0 are the Bessel
functions of the zeroth and ﬁrst order of the ﬁrst kind.
The simpliﬁed solution for the average temperature over
a circular surface at z=0 was also derived from (Carslaw and
Jaeger, 1959):
Tav ¼
2q
l
Z 1
0
J1ðsRÞ
s2
ds¼ 8qR
3pl
ð2Þ
where Tav (1C) is the average temperature over the circle
with radius 0oroR with the supplied heat ﬂux q over the
radius R in a material with thermal conductivity l.4.2. Transient temperature increase caused by
the heat supply over part of a circular surface
When considering the transient temperature increase in an
isotropic material due to a constant heat supply, the solution
gets more complicated. Carslaw and Jaeger (1959) derived the
solution for the point (r, z) at time t (s):
T ¼ qR
2l
Z 1
0
J0 sr=R
 
J1ðsÞ
s
ABf gds ð3Þ
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2
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2
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where q is the supplied heat over the circular area with radius
R and z=0 in the material with thermal conductivity l.
A generalized equation for the temperature at point
(0, 0, z) is (Carslaw and Jaeger, 1959):
Tav ¼
2q
ﬃﬃﬃﬃﬃ
at
p
l
ierfc
z
2
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p ierfc z
2þR2
2
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ierfc xð Þ ¼ 1ﬃﬃﬃ
p
p ex2xerfc xð Þ ð7Þ
where q, R and l are deﬁned as above and a is the thermal
diffusivity of the material.
5. Results
The numerical model was validated by comparing the simula-
tion results with the results of the analytical solutions. The
simulated temperature increases in the center of the sensor
and in the average of the sensor area were compared with the
temperature increases calculated with the analytical solu-
tions. The simulated temperature increases were then com-
pared to the TPS measurements.
The spread of the eight consecutive TPS measurements
can be expressed as the coefﬁcient of variation, i.e. the
standard deviation divided with the mean value of each
measurement. The case with polystyrene had a coefﬁcient
of variation of 0.14% after 40 s while the polystyrene
covered by aluminum had a coefﬁcient of variation of
1.34% after 40 s. Thus repetitive measurements with the
TPS sensor give results with small variations.
5.1. Validation of the numerical model using the
analytical solutions for the polystyrene setup
Four analytical solutions were used, two steady-state and
two with transient conditions. Figure 4 shows how the
transient solutions approach the steady-state solutions after
some time, i.e., some hours.
The two transient analytical solutions reach the tempera-
ture of the steady-state solutions after some time. The
transient analytical solutions can therefore be used to
validate the numerical model until it reaches steady-state .
There was a small deviation between the analytical and
numerical simulations for the polystyrene setup which is
presented in Figure 5.
02
4
6
8
10
12
14
16
1 10 100 1000 10000 100000 1000000
Te
m
pe
ra
tu
re
 in
cr
ea
se
 (°
C
)
Time (s)
Variable temperature 
average sensor area 
Steady-state average
sensor area Veriable temperature 
centre of sensor 
Steady-state centre
of sensor 
Figure 4 Comparison of the analytical solutions for steady-state and transient conditions in the center of the sensor and in the
average of the sensor area.
Table 2 Results of the temperature increase in poly-
styrene after 40 s with a constant power of 0.02 W from a
TPS sensor with 6.4 mm radius.
Model Center of sensor Average in sensor
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Figure 5 Difference between the analytical solutions and numerical model for the polystyrene setup. The differences have been
divided by the temperature increase in the numerical simulation after 40 s.
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the sensor area than in the point located in the center of
the sensor. This could partly be explained by the ﬁneness of
the distribution in the computational grid and the boundary
conditions in the numerical model.(1C) area (1C)
Analytical 10.29 8.22
Numerical 10.29 8.23
Measurement – 7.595.2. Comparison between numerical model and
TPS measurements of polystyrene
The measured temperature increase in the TPS sensor was
compared with the simulated temperature increase in the
polystyrene setup. In Table 2 the temperature increase after
40 s from the analytical solution, numerical simulations and
measurements presented.
The results were very well corresponding for the analy-
tical and numerical solutions. Compared to the measure-
ments the numerically simulated temperature increase was
around 7.8% to high after 40 s.
The ﬁrst 40 s of measured and numerically simulated
temperature increase of the polystyrene setup are shown in
Figure 6.
There was a deviation between the simulated and
measured temperature increase which decreased from
5.9% at the start of the measurements to around 1.1% after
8–9 s. The difference increased again and reached a
maximum of 7.8% after 40 s. One cause of the deviation in
the beginning of the measurement could be the heatcapacity of the sensor which delays the measured tempera-
ture increase. In the rest of the measurement period the
deviation could be caused by the losses in the wire between
the TPS sensor and TPS unit which could inﬂuence the
resistance of the wire and thus the temperature increase.5.3. Comparison between numerical model and
TPS measurements of polystyrene with aluminum
ﬁlm
The results for the setup with the polystyrene covered by
aluminum ﬁlm are presented in Table 3.
The simulated temperature increase after 40 s was 5.7%
higher than the measured temperature increase. One
possible cause for this, except for the losses in the wire,
Table 3 Results of the temperature increase in polystyrene covered by aluminum ﬁlm after
40 s with a constant power of 0.02 W from a TPS sensor with 6.4 mm radius.
Model Center of sensor (1C) Average in sensor area (1C)
Numerical 1.26 1.10
Measurement – 1.04
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Figure 7 Numerically simulated temperature increase compared to the measured temperature increase with the TPS sensor for the
polystyrene sample covered by aluminum. The difference is expressed as the difference divided with the temperature increase in
the numerical simulation after 40 s.
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Figure 6 Numerically simulated temperature increase compared to the measured temperature increase with the TPS sensor in the
polystyrene setup. The difference is expressed as the difference divided with the temperature increase in the numerical simulation
after 40 s.
TPS sensor for determination of thermal properties of VIP 339could be that the properties of the ﬁlm deviate from the
tabulated properties found in the literature.
Figure 7 shows the temperature increase during the ﬁrst
40 s of numerical simulation and measurement on the
polystyrene covered by aluminum ﬁlm.
The difference between the simulated and measured
temperature increase peaked at around 8.3% after 2 s. Then
the difference was approximately constant until around 18 s
had passed and the difference decreased to a minimum of
5.7% after 40 s.
The measured temperature increase in the sensor clamped
between polystyrene covered by aluminum was 1.04 1C after
40 s. This could be compared to the setup with only poly-
styrene where the temperature increased by 7.59 1C after
40 s. This was 7.3 times higher temperature increase than for
the case with the polystyrene covered by aluminum ﬁlm whichshows the importance of the heat transfer through the 10 mm
thick aluminum ﬁlm.6. Conclusions
The aim of this study was to investigate the applicability of
using a TPS sensor for determination of the thermal proper-
ties of layered materials with a low conductive core covered
by a high-conductive thin ﬁlm. Numerical simulations and
analytical solutions were used to model the temperature
increase in the TPS sensor on pure polystyrene samples.
The temperature increase in the analytical solutions and
numerical model for the isotropic polystyrene setup were in
very good agreement with only a small deviation.
P. Johansson et al.340When comparing the temperature increase in the numer-
ical simulation of the setup with polystyrene with the TPS
measurements the difference after 40 s was quite large.
For the case with polystyrene covered by aluminum the
deviation of the temperature increases was smaller after
40 s compared to the setup with polystyrene.
The temperature increased much more in the setup with
polystyrene than in the polystyrene covered by aluminum.
This shows the importance of the heat transfer through
the ﬁlm.
The thermal properties and other uncertainties such as
surface contact heat resistances and the losses in the wire
between the TPS sensor and TPS unit, may have contributed
to the differences between simulated and measured tem-
perature increases.
An analytical solution will be developed within this
project which will make it possible to derive the thermal
properties from the measured temperature increase in the
TPS sensor. The aim is to be able to measure the thermal
properties of layered materials with very large anisotropy.
The measurement method could in the future be modiﬁed
for in situ measurements of VIP.
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